
CITY OF
BU ILD ING

ORANGE
D IVIS IO N

(2019 CRC)

WINDOW OPENINGS

1 EMERGENEYIsCAPE AT SLEEPING ROON/5 & BASEMENTS ONLY
A. THE ESCAPE WINDOWS SHALL HAVE A tvllNlMUM NET CLEAR OPENING OF 5.7 sq. ft WITH 24"

MINII,4UM NET CLEAR HEIGHT AND 20" MINIMUM NET CLEAR WIDTH, ESCAPE WINDOWS SHALL

HAVE A FINISHED SILL HEIGHT NOT MORE THAN 44'ABOVE THE FLOOR.

C) ON GROUND LEVEL ONLY 5 sq. ft MINIMUM NET CLEAR OPENING lS REQUIRED. (R310.2.1)
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DO NOT REMOVE WINDOW LABELS BEFORE INSPECTION.

ALL REPLACEMENT OR RETROFIT WINDOWS REQUIRE U-FACTOR OF O.3O & SHGC OF 0.23 MAXIN4UM
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